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NEW WORK KEYED NOTES:
(THIS DRAWING ONLY)

@ MAKE ALL CONNECTIONS TO EXISTING NORMAL POWER RECEPTACLE
o CIRCUIT LEFT ABANDONED IN THIS SPACE.

PROVIDE MOTOR—-RATED SWITCH FOR POWER CONNECTION TO FAN
COIL UNIT ABOVE CEILING. COORDINATE EXACT LOCATION AND MAKE
ALL CONNECTIONS AS REQUIRED.

@ EXISTING FCU IN THIS SPACE TO BE REMOVED AND REINSTALLED IN
NEW LOCATION. CONTRACTOR SHALL DISCONNECT AND EXTEND
EXISTING POWER CONNECTION TO FCU IN NEW LOCATION, AND MAKE
ALL CONNECTIONS AS REQUIRED.

@ EMERGENCY MRI EQUIPMENT/HVAC SHUT-OFF BUTTON. EXACT
LOCATIONS AND REQUIREMENTS TO BE DETERMINED.

three inches = one foot

@ EMERGENCY CT SCAN EQUIPMENT/HVAC POWER SHUT-OFF BUTTON.
EXACT LOCATIONS AND REQUIREMENTS TO BE DETERMINED.

° @ PROVIDE RECEPTACLE ADJACENT CATV/MATV OUTLET. COORDINATE
EXACT MOUNTING HEIGHT AND LOCATION PRIOR TO ROUGH-IN.

POWER CONNECTION TO INFARED FAUCET PROVIDED AT SINK.
COORDINATE EXACT POWER REQUIREMENTS AND MAKE ALL
CONNECTIONS AS REQUIRED.

@ @ @ @ @ @ @ @ PROVIDE SPECIAL PURPOSE OUTLET FOR ULTRASOUND EQUIPMENT.

| | | | | | | | . . @ POWER FOR PROJECTION SCREEN. COORDINATE EXACT MOUNTING
- LOCATION PRIOR TO ROUGH-IN.

| X B | | | | | o PROVIDE RECEPTACLE ABOVE CEILING FOR OVERHEAD PROJECTOR.
COORDINATE EXACT MOUNTING LOCATION PRIOR TO ROUGH—IN.

one and one—half inches = one foot

. . . s . . . . . (11) PROVIDE FLOOR BOX WITH (2) DUPLEX RECEPTACLES AND
| 4P2-1,3 4P2-5, 4LP2-9,11 4£C-1 | DATA/VOICE OUTLET. FLOOR BOX SHALL BE PROVIDED WITH FLUSH
|, S __f MOUNTED COVER, EVEN WHEN CORDS ARE PLUGGED INTO

=—F———-—-—1 N | ERES = ST -—) OUTLETS/JACKS. COORDINATE EXACT MOUNTING LOCATION WITH
\ Us 2 X@ FURNITURE LAYOUT AND USER PRIOR TO ROUGH-IN. SEE SHEET
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ET102 FOR DATA/VOICE REQUIREMENTS. BASIS OF DESIGN IS
S @ WIREMOLD #RFB SERIES.

@ RECEPTACLE FOR METAL DETECTOR. COORDINATE EXACT LOCATION
PRIOR TO ROUGH-IN.
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@ PROVIDE 3/4" FULL LENGTH PLYWOOD BACKBOARD ON ALL WALLS.
PAINT GRAY.

SEE LARGE SCALE PLAN, SHEET EP401.

e @ @ EMERGENCY OUTLET FOR CRASH CART LOCATION.

(16) MAKE ALL CONNECTIONS TO MOTORIZED SHUTTER FOR MRI

S AT, | g A is g SN/ ' ACCESS TO MRI SUITE. COORDINATE_EXACT MOUNTING LOCATIONS
$> RITU @ 4EC-4~ | 4EC-2L ) AND MAKE ALL CONNECTIONS AS REQUIRED.
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CORRIDOR ) C @ PROVIDE ELECTRIC STRIKE PUSHBUTTON CONTROLLED DOOR FOR
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